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INSTALL 4—11/18" FLOOR MOUNTED BOXES WITH 1° EMT BACK TO 6" X

6" WIREWAY CEILING ON THE EAST WALL.

2 INSTALL 4 ?18 EXTENTION BOXES ON BRACK| ATTACHED TO THE FLOOR
SUPPORTS FOR SMOKE DETECTORS. RUN 3/4" EMT BETWEEN DETECTORS.
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INSTALL ALTERNATE PHOTO AND IONIZATION DETECTORS IN BASES.

WRE ALARM OUTPUT TO SMOKE DETECTOR MAP TO BE INSTALLED ON
EAST WALL.
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WIRE (2) SMOKE DETECTOR ZONES BACK TO FACP IN 50B-0243.
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4 11/16” BOX. 17 4" BOX. 3/47C
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